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KEY NOTES

MS101

MECHANICAL SITE
PLAN

NOVEMBER 19,  2015

100% CONSTRUCTION DOCUMENTS

KEY PLAN

 1/32" = 1'-0"
1

MECHANICAL SITE PLAN

N

1.  REFER TO CS101 FOR ADDITIONAL REQUIREMENTS.

2. REFER TO 9/CS801 FOR TRENCHING AND BACKFILL.

FUTURE CONNECTION TO THE (N) CHILLER
PLANT IN  PROJECT  570-13-300 BY HFP.

MINIMUM 30" COVER.COORDINATE LOCATION WITH CIVIC
DRAWINGS. RECORD THE PIPE CENTERLINE  AND
LOCATION OF CAPPED PIPE FOR FUTURE  CONNECTION.
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2

2
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